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ICHIGANM NIVERSITY OFU
ARCHITECTURE, ENGINEERING AND CONSTRUCTION

Ann Arbor, MI 48109-1002

326 East Hoover, Mail Stop B

Phone:  734-764-3414

Fax:  734-936-3334

ARCHITECTURE & ENGINEERING

PUMP

MOTOR

NO SCALE

END SUCTION PUMP INSTALLATION DETAIL

NOTE:
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End Suction Pump

Installation Detail S 15160 001  

VALVE (TYP.)

ISOLATION

(TYP.)

CONNECTOR

FLEXIBLE

(TYP.)

REDUCER

GUARD

COUPLING

TRIPLE DUTY VALVE)

FOR PROPERLY SIZED

REDUCER (IF REQUIRED

" BALL VALVE (TYP.)2
1W/ 

" MANIFOLD PIPING2
1

W/SUPPORT

DIFFUSER

SUCTION

PRESSURE GAUGE

TRIPLE DUTY VALVE

BASE

GROUT PUMP 

HOUSEKEEPING PAD

4" CONCRETE

VALVE INSTEAD.

DELETE TRIPLE DUTY VALVE AND SHOW A CHECK

DESIGNER NOTES: FOR VARIABLE VOLUME SYSTEMS,

NO WEIGHT ON PUMP.

SUPPORT PIPING SO THAT THERE IS 

SCHEDULES.

BY SPECIFICATION, OTHER DETAILS OR

PROVIDE INERTIA BASE WHEN REQUIRED
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