STREET
GUTTER
CURB
SIDEWALK

BASE PLAN VIEW

POLE & BASE

STUB PVC
4" MIN.
INTO POLE

1" CHAMFER

GRADE

24"

30"

NOTE:
18" DIA. ROUND HOLE
MAY BE DRILLED FOR
BASE, BUT TOP OF
BASE SHALL BE SQUARE

GALVANIZED STEEL
ANCHOR BOLTS, 3/4" x
20" L x 3" ELL

1'-6" DIA
BELOW
GRADE

3000 PSI MINIMUM CONCRETE
WITH FIBERMESH & RUBBED
FINISH ABOVE GRADE

1 1/4" SCHEDULE 40 PVC
IN & OUT OF BASES
(TYP. OF 3)

FINISH ABOVE GRADE
WITH FIBERMESH & RUBBED

3000 PSI MINIMUM CONCRETE
WITH FIBERMESH & RUBBED
FINISH ABOVE GRADE

1 1/4" SCHEDULE 40 PVC
IN & OUT OF BASES
(TYP. OF 3)

TYPICAL PEDESTRIAN
LIGHT POLE BASE IN PAVEMENT

NO SCALE