DHW VALVE INSTALLATION DETAIL

SPECIFICATION 220523

316 SS HIGH PERFORMANCE BUTTERFLY VALVE, SEE

GROOVED JOINT (Typ.)

CTS COPPER COMPANION FLANGE WITH A FULLY FLOATING POWDER COATED STEEL FLANGE FITTED W/ A NEOPRENE INSULATOR (Typical)

SEE DETAIL D 220523 002 2007-09-04

1/2" BALL VALVE AND CAP (Typ.)

3/4" BRASS NIPPLE W/ MALE END OR 3/4" BRANCH TEE W/ MALE END (Typ.)

3/4" FEMALE SCREWED BRASS BALL VALVE (Typ.)

BRASS THREADED PLUG (Typ.)

COATED STEEL FLANGE FITTED W/