
NO SCALE
BEAM PIPING DIAGRAM

TYPICAL CHILLED
MD 238245 001 4 11 22.dgn

X
MX.X

AS CLOSE AS POSSIBLE TO CHILLED BEAM.
AS POSSIBLE TO THE CHILLED BEAMS IN THE ZONE.  LOCATE BALANCING VALVE
LOCATE STRAINER AND ZONE CONTROL VALVE IN ACCESSIBLE LOCATION AS CLOSE

PROVIDE REDUCERS AS REQUIRED TO MAKE CONNECTIONS.
CONSTRUCTION WITH 18"-24" HOSE LENGTHS.  PROVIDE SWEAT FITTINGS AND
FLEXIBLE CONNECTIONS INNER TUBE AND BRAIDED HOSE SHALL BE STAINLESS STEEL
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