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NOTES

1. PROVIDE UNION OR FLANGE, AS REQUIRED, AT CONTROL VALVE TO
ALLOW REMOVAL.

2.0FFSET PIPING AT COIL AS REQUIRED TO ALLOW COIL REMOVAL.

HOT WATER HEATING
COIL PIPING CONNECTIONS
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