KEY NOTES

1. Connect to side of main. Provide anti-thermo siphon loop. Route piping as shown.
2. Insulate per specifications.
4. Set precharge tank pressure to ___ psig.
5. Make-up assembly. See closed system make-up detail. Set PRV to ___ psig.
6. Estimated system volume is ___ gallons.
7. Route discharge of automatic air vents to floor drains.

COALESCING SEPARATOR AND FLOOR MOUNTED EXPANSION TANK DETAIL