COOLING TOWER
LPS FREEZE PROTECTION DETAIL

HIGH WATER LINE

1/2" VACUUM BREAKER (CHECK VALVE)

STAINLESS STEEL PIPING (NOT INSULATED)

OVERFLOW STAND-PIPE

CHECK VALVE

TOWER BASIN

STEAM INJECTOR

STAINLESS COUPLING BY TOWER MANUFACTURER

TOWER SUMP

PITCH

INSULATED BLACK STEEL PIPING