FAN COIL UNIT INSTALLATION DETAIL

- Flex Connection (When connecting to plenum)
- Duct collar
- Vibration isolator (See detail)

Sheet metal plenum (See plans for applicability)

Duct transition

Flex connection (When connecting to plenum)

Supply grille (Or motor operated isolation damper w/ connection to plenum)

Sheet metal plenum (See plans for applicability)

Air discharge